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23 ROOM DATA SHEETS  

The Room Data Sheets describe requirements for each room. If there is any conflict between specialist reports and the 
described requirements, specialist reports are to be considered definitive. 
Spatial relationships within and between Zones are summarised in the Functional Diagrams (S19). It is critical to provide 
efficient, secure circulation between these zones.  
As previously noted, although the following Room Data Sheets quantify the physical requirements of the theatres, conceptual 
relationships and room sizes (particularly in the foyer area) are negotiable as the style and relationship of spaces are 
ultimately dependent on the final design. 
The Facility Space Program (S18) provides the room number index to the room data sheets.  

23.1 Room Data Sheet – Fields Interpretation 
The following describes the intended interpretation of fields within the room data sheets. Fields that are self-evident are not 
described. 
Boxes with a tick  indicate a required feature. Unchecked boxes indicate ‘NOT required’. 
Regulatory, Disability Access, Occupational Health and Safety, Fire Rating and Fire Management requirements are not 
identified as they are determined by code application and the specific configuration of the building, and will be identified by 
relevant disciplines during design.  
Specific Disability Access code requirements, e.g. tactile indicators etc, will be determined by Code and are not listed.  
A Architectural (all elements other than engineering and theatrical) 
A1 Area / Critical Dimensions – only critical dimensions or room areas are listed. Refer to the Facility Space 

Program generally for room areas. All dimensions or areas noted are minimum requirements. 
A2 The primary type of activities to occur in the space. Secondary or tertiary uses may not be defined. 
A3 Key functional requirements / design considerations that must be achieved. 
A4 Occupants 
 Identifying numbers and types of occupants  (public, centre staff, third party staff -  such as Functions, F&B) 

indicating the functional occupancy the room is to support and with access and security implications relating 
to organisational access 

 Time of Use – typical range of time frames that zone will be in use. The standard working hours of the centre 
are 0800-2400. 

 Revenue-generating spaces – those that are hireable or which contribute specifically to revenue generation. 
Fitness for purpose and functionality of such spaces is critical and must not be compromised. 

 Contract / third party organisations – indicating where third parties have control over the space (eg F&B 
contractor) instead of TPAC administration 

 Library / Art Gallery / TRCM – space controlled by these entities. 
A5 Enclosure / Relationships 
 Adjacency, views to and prohibited relationships between spaces. 
 Nature of enclosure – full, semi, external / outdoor. 
 Light control (daylight and artificial) and privacy requirements  
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A6 Access and Security 
 Direct vehicle access – to the space for deliveries, servicing, drop-off, etc. 
 CCTV required for security purposes, separate to CCTV for theatrical purposes. 
 Intercom activation – for remote entry control, control location(s) to be determined during design 
 Secure zone – capable of being secured separately to other areas/spaces 
A7 Acoustic Treatment 
 Noise isolation – to prevent noise intrusion on adjacent areas 
 HVAC noise control – to prevent HVAC noise impinging upon the use of the room 
 Room acoustic treatment – treatment of the room enclosure and services installations to provide an 

appropriate room acoustic characteristic and to be devoid of acoustic anomalies 
 Privacy / confidentiality – privacy required in relation to adjacent rooms 
A8 Floor Finishes 
 Slip resistant/safety – slip resistant or safety flooring to relevant standard or purpose 
 Resilient / sprung – either resilient flooring (eg counter stations), or sprung floors for physical activities, 

dance, rehearsal and the like for OH&S safety 
 Recess / set-down – floor structure recess for infills, eg floors sloping to wastes, cold rooms with insulated 

floors, set-downs for spring flooring systems 
 Ceramic / stone / concrete – hard surfaces with long-term durability 
 Carpet – soft / carpeted surfaces (may include soft vinyls) 
 Water-proof – suitable for mopping or hose cleaning 
 Floor waste / trench – typically for floor or appliance drainage, eg kitchens 
 Coved skirting – typically to water-proof floors requiring robust cleaning, eg kitchens 
 Access floors / trenches – typically for infrastructure reticulation such as data / theatrical infrastructure 

services recessed into floors 
A9 Walls & Finishes 
 Washable – all walls should be washable except feature treatments where approved 
 Glazed – wall primarily glazed, such as glazed partitioning 
 Impact resistance – medium or high resistance  
 Impact resistant dado – screw fixed sacrificial layer added to walls (typically BOH corridors) to protect the 

wall and capable of removal and replacement as required 
 Corner guards – durable (steel) corner guards to high impact resistances wall corners, eg truck docks, BOH 

corridors 
 Graffiti resistance – wall surface to be inherently capable of repeated graffiti cleaning without loss of surface 

integrity and finish, or, applied, non-sacrificial treatment to wall for this purpose. 
A10 Ceilings 
 Feature treatment – architectural feature, retaining capacity to access services and ceiling elements (eg 

hanging points, lights) above the surface 
 Acoustic treatment – to provide suitable room acoustic performance, see A7 
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 Suspended / accessible – either suspended surfaces, or accessible to above  
 Hanging points / loads – provision of hanging / connection points in ceiling system 
A11 Doors 
 Vison panel – for safe access by personnel from either side, as per relevant Standards 
 Grille / RSD / Servery – security grilles or roller shutter doors or servery openings 
 Over-size – large or non-standard door sizes (width, height) to suit purpose 
 Impact resistant – typically requiring half-height or full-height protective surface to door leaf where impacts 

are likely, eg delivery points, waste management, etc 
 Operable / acoustic – either folding/retracting doors/walls, and/or with suitable acoustic treatment as defined 

by the acoustic design brief 
A12 Windows 
 Windows / daylight – glazed openings within walls whether internal or external 
 Obscure / translucent – either glass type or applied film providing vision reduction 
 Blinds – typically internal blinds fitted to glazed openings for glare or privacy control 
A13 Fixed Fittings – elements fixed to the building structure 
A14 Fixed Equipment / Appliances  
 Items either fixed, hard-wired or needing electrical or hydraulic services  
A15 Furniture, Equipment, Signage  
 Loose furniture / equipment or signage (which may be fixed) 
 Statutory signage is not identified as it is a given. 
A16 General or additional notes 
B Building Engineering 
B1 Theatrical technology 
 Refer to detailed theatrical requirements in the Brief and in subsequent development of the design brief. 
 Paging / sound systems – paging or audio systems infrastructure 
 CCTV (SM) – video data for stage management purposes 
B2 Structural load capacity 
 Unusual structural requirements / loads to be incorporated in the design 
B3 Power 
 All GPOs to include USB points unless otherwise approved 
 Audio power – dedicated electrical power network for audio devices only, earthed separately to the general 

power circuit system 
 Floor trenches / boxes – power and data services recessed into floors 
 Ducted skirting – power, data services, GPOs integrated into reticulated skirting  
 Master switch – capacity for master control of designated service  
B4 Lighting 
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 General / house – lighting for general room usage, ‘house’ lighting 
 Cleaning / working – lighting for cleaning or working use  
 Blue / low brightness – blue lights for BOH entries to performances spaces, low brightness fittings for 

exhibition / display or other purposes 
 Zoned control – lighting controlled in banks of effective zones of fittings 
 Local control – capable of control from within the room 
 Movement detection – automated switching on/off, eg for energy efficiency 
 Task / make-up – suitable lighting levels for focused tasks, colour spectrum &  distribution for tasks such as 

making-up 
 Specialised – may include architectural effects lighting or as noted 
B5 Communications 
 Hearing augmentation – fixed or mobile system  
 WiFi – public access to be generally available throughout the centre of adequate capacity for full occupancy 

engaging in social media use, etc. 
B6 Heating, ventilation, Air-conditioning (HVAC) 
 Air-conditioning – heat and cooling temperature control, assumes supply and extract ventilation 
 Heating – when no air-conditioning required/relevant 
 Supply or exhaust ventilation – ventilation without air-conditioning 
 Fume / dust extraction – specialised provision eg photocopiers, cooking, machinery 
 Local control – of HVAC systems to enable their control for special uses, such as during performances 
B7 Transport - passenger lifts, monorail or hoist, dumb waiter services as identified (refer B10). 
B8 Hydraulic – reticulated water, sewer, gas services 
 Hot / chilled water – hot or chilled as noted 
B9 Fire Detection / Protection 
 Requirements above/beyond regulatory requirements 
B10 Any other building services requirements  
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 Room / Space Name: RDS NO: 101 

 FORECOURT – PEEL STREET ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.6.3  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  6m min 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes: Clear working height of 6m for tall temporary structures, suspended items 

A2 Activity Description:  Strongly identified unobstructed entries to both Library / Art Gallery and TPAC.  
Encourage community gathering and habitation of the building frontage. Create a habitable and 
comfortable ambience for centre and forecourt users – avoid wind, glare, provide weather shelter. 
Furniture and fixed elements must not obstruct capacity for gatherings, performances. 
Close proximity to short stay parking and vehicle drop-off, pick-up. 

A3 Key Functional Requirements  
& design considerations:  

Capacity to support events, displays, performances, 3-D art works 
 Café outdoor seating for 50 persons, sheltered, standalone when theatres closed, relocatable 
 Bar external service counter, liquor license 
 Performance technology infrastructure, OB van connections. 
 Ground & wall anchors for rigging ground and aerial features – sails, banners, marquees 
 Open space suitable for performances and associated gatherings. 
 Integrated accessible access preferably 1:20 walkways not ramps. 
 Bicycle parking with oversight 

Ideally extend plaza into parking zone and across Peel Street to maximise area for festival events. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public maximise 
capacity 

 Centre Staff  
 Third party   

Time of Use: 
 24/7 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 103,104 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Access for cherry pickers, maintenance and rigging equipment to work at heights. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: 
 

Pavement surface to be suitable for wheelcahirs, wheeled trolleys, etc. 
Operable glazed door & wall to internal café area. Door direct to bar is essential. 

A10 Ceilings: 
 

 Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: 
 

 

Sheltered overhangs / canopies to entries, seating areas and potential “stage” locations. 
Hanging points / loads for outdoor event sound and lighting systems etc 
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A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: Digital display provision for “Now On, Whats Coming” clearly visible – eg freestanding display 
screens. Digital signage system and displays 

A14 Fixed Equipment / Appliances: Electrical: 
 

Video screens / display 
screens, external power 

Hydraulic / Sanitary: 
Water, sewer  

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Outdoor furniture stored in Café dining room when closed. 

A16 General / special requirements: Area allocation for public art/sculpture piece on forecourt. Liquor licence compliance. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Paging to forecourt. Integrated speakers - soundscapes, ambience, performance. OB van. 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes Forecourt surface & structure suitable for vehicle use, loads. Sculptural art work loads. 
Rigging points, load capacity min 2.5/T each point, approx 6 points on 4m grid 

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes External outlets to service coffee / food karts, performance technology for large events.  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Architectural, programmable multi-coloured lighting to façade. 

B5 Communications:  Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 
 

 B5 Notes Bar hearing loop  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Gas radiant or similar heating integrated into overhangs or portable for seating & gathering areas. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Floor recessed cold water, sewer, landscape beds irrigation, water fountain, coffee/food karts. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 102 

 EVENTS PLAZA ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.6.3  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  6m min 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes: Clear working height of 6m for tall temporary structures, suspended items 

A2 Activity Description:  Strongly identified entry to TPAC and rear entry walkway to Art Gallery / Library.  
Encourage community gathering. Create a habitable and comfortable ambience for centre and 
forecourt users – avoid wind, glare, provide weather shelter. 
Furniture and fixed elements must not obstruct capacity for gatherings, performances, markets etc. 
Outdoor theatre/cinema functionality 
Close proximity to short stay parking and vehicle drop-off, pick-up. 

A3 Key Functional Requirements  
& design considerations:  

Capacity to support markets, small marquees, displays, performances, 3-D art works 
 Bar external service counter, outdoor seating for, say, 20 persons. Liquor licence required. 
 Performance technology infrastructure, OB van connectivity. 
 Ground & wall anchor points for rigging ground based and aerial features – eg sails, banners 
 Open space suitable for (small) performances and associated gatherings. 
 Form levels to integrate truck, DDA access seamlessly, preferably 1:20 walkways not ramps 
 Tiered Outdoor Theatre bench seating (timber on concrete) seating ~180-200 addressing 

projection screen on building. Weatherproof projection enclosure on screen centreline. 
Extend to Studio Th rear for outdoor performance audiences. Maximise area for festival events. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public maximise 
capacity 

 Centre Staff  
 Third party   

Time of Use: 
 24/7 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 601, 602 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Access for cherry pickers, maintenance and rigging equipment to work at heights. 
Fully fenced perimeter 1800H custom designed steel fence, gates and removeable panels – 
ESSENTIAL to control access for ticketed events – revenue generation. Not negotiable. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Pavement surface to be suitable for wheelchairs, wheeled trolleys, etc. 
Operable glazed door & wall to Studio Foyer. External door direct to bar is essential. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 
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 A10 Notes: 
 

Sheltered overhangs / canopies / sails to entries, seating areas and potential “stage” locations. 
Hanging points / loads for outdoor event sound and lighting systems etc. 

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Refer to 601 Studio Foyer. Servery to Studio Bar. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: Digital display system & screens “Now On, Whats Coming” clearly visible. 

A14 Fixed Equipment / Appliances: Electrical: 
 

Video screens / display 
screens, external power 

Hydraulic / Sanitary: 
Water, sewer  

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Review need for foyer furniture store. 

A16 General / special requirements: Public art/sculpture pieces on plaza with associated power & lighting. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Paging to forecourt. Integrated speakers for soundscapes, ambience, performance. OB van 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes Forecourt surface & structure suitable for vehicle use, loads. Sculptural art work loads. 
Rigging points, load capacity min 2.5/T each point, approx 6 points on 4m grid.  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes External outlets to service coffee / food karts, performance technology for large events.  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Architectural, programmable multi-coloured lighting to façade. 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 
 

 B5 Notes Bar hearing loop  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Gas radiant or similar heating integrated into overhangs or portable for seating & gathering areas. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Floor recessed cold water, sewer, landscape irrigation, water fountain, coffee/food karts. 
Auto recessing bollards to define vehicle / pedestrian realms. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 103, 121, 601 

 ENTRY AIRLOCK – TYPICAL  ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  4.0m  
Width:  as required 

Working height:  m 
Ceiling height:  2.4m 

Minimum area: 12 m2 

 A1 Notes: Sufficient length to prevent drafts into the centre. 

A2 Activity Description:  Environmental tempering at main public entry points. 

A3 Key Functional Requirements  
& design considerations:  

Number of entry/exit doors suitable for no. of patrons. 
Other façade openings may supplement exiting after performances. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 101, 103, 602 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: 103: 2 no. door sets min. at Peel St façade,  
120: LAG 1 no. door sets min. at Peel St façade 
601: 1 no. door sets at north entries. 
Able to easily accommodate stretcher  
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes:  

A14 Fixed Equipment / Appliances: Electrical: 
 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Integrated secure ‘Whats On’, ‘Coming Soon’ digital display cases in airlock walls. 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  

 
  



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room data sheets 08/02/2021 
 

TPAC RDS 100 FOH A 210208.Docx Page 7 / 38 

 Room / Space Name: RDS NO: 104 refer also 105 

 FOYER – MAIN, LEVEL 1  
(Proscenium Theatre) 

ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.7.1, 1.7.3  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  varies min 4.0 
Ceiling height:  oversize 

Minimum area: m2 

 A1 Notes: Sculptural variety of room form & heights, voids, views to upper levels for drama, people-watching. 

A2 Activity Description:  Users/patrons gathering before events. Pre-show performances, entertainment, other events. 
Digital display of coming events, marketing, show relay, etc. 
‘Community living room’: casual gathering by users in small groups, individuals. 
Merchandising and retail display area, wheelchair & pram storage alcove 
Links to foyers above to serve all Proscenium theatre entries – stalls front, stalls rear, balcony 
front, possibly balcony rear. 

A3 Key Functional Requirements  
& design considerations:  

Welcoming, attractive place for temporary gatherings and events. Patron habitability. 
Capacity for programmed events, pre-show, launches, presentations, etc. 
Seated dining extension of café (40 persons) and other foyer users. F&B services. 
Excellent circulation flows to entry, bar, box office, building circulation, F&B service without 
obstructing or interrupting events/gatherings. 
Vehicle display access not required all levels. Maintenance vehicle access required all levels. 
EWP access required such as to deliver tech/maintenance by EWP to all services, hanging points, 
etc including ceilings, lighting, chandeliers, suspended items.  

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 650 no.+ 
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes: Pros. occupants 650 + refer Salon Foyer 100 interlinked. Diners part of audiences at event times. 

A5 Enclosure, Relationships: 
 

Adjacent to: 101 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Alcoves (3 no.) with wall display (eg slat wall) for retail product, merchandise:  
 Merchandise / conference hirers/events alcove 12m2, adjacent to audience routes in/out 

venues for sales. Ideally a portable stand/cart that can move across levels and venues. 
 Long term TPAC, LAG merchandise –  staffing from Box Office - Refer RDS 203 
 FOH patrons walkers, prams, wheelchairs, 20m2 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Be able to move a car/vehicle into foyer. Cherry pickers / working at heights equipment. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Lively room character, suitable for live music, speech, functions. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Durable, washable floor surface, preferably stone, tile or polished concrete. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: Equally spaced 3m grid of min 1T hanging points for use with event or display equipment 
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A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Glare management, possibly including blinds. Oversize access for large items, vehicles (eg car). 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Drinks/food shelves / ledges / benches for pre-show F&B. 
Large format multi-screen video display – size subject to design. 
Digital directional wayfinding menu screens. 

A14 Fixed Equipment / Appliances: Electrical: 
Digital signage, display cases 

Hydraulic / Sanitary: 
2 no. chilled water fountains 

Patron self-service water 
station, basin & bench @ bar 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Presentation / display cases for memorabilia, art works etc with power, lighting (may be portable). 
Touchless hand sanitiser stands at all entry points  

A16 General / special requirements: Maximise extent of exhibition system(s), lighting, including for 3-D sculptural and suspended items. 
Commissioned public art works and/or from TRAG collection. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Program relay screens for latecomers, audio power for AV screens. 
FOH Mgr / SM paging, audience recall chimes 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes Capacity for vehicle entry/standing – eg car launch, one level. 
Equally spaced 3m grid of min 1T hanging points for use with event or display equipment 

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Treat all foyer related areas as performance space and incl. DMX interface to system. 
Distribute services floor boxes to multiple locations to suit potential event presentation areas, 
temporary stages, merchandising stands, marketing displays, artwork, etc. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Architectural lighting of foyer space/form. Signature light fittings / chandelier(s). 
Dimming ability for Foyer lighting to transition audiences post show coming out of the dark. 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes 2 no. passenger lifts, both full stretcher capacity – refer Brief 
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B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

B10 Building Services Requirements:  

 

 Room / Space Name: RDS NO: 105 refer also 104 

 FOYER – MAIN, LEVEL 2  
(Proscenium Theatre – Upper) 

ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.7.1, 1.7.3  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  varies min 4.0 
Ceiling height:  oversize 

Minimum area: m2 

 A1 Notes: Sculptural variety of room form & heights, voids, views to upper levels for drama, people-watching. 

A2 Activity Description:  As for RDS 104 

A3 Key Functional Requirements  
& design considerations:  

As for RDS 104 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public ~180 no. 
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes: Pros. Balcony capacity, possibly including Functions Room patrons subject to design. 

A5 Enclosure, Relationships: 
 

Adjacent to: 101, theatres 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Alcoves (2 no.) with wall display (eg slat wall) for retail product, merchandise:  
 Merchandise / conference hirers/events alcove 6m2, adjacent to audience routes in/out 

venues for sales. Ideally a portable stand/cart that can move across levels and venues. 
 FOH patrons walkers, prams, wheelchairs, 10m2 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Be able to move a car/vehicle into foyer - optional. Cherry pickers/working at heights equipment. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Lively room character, suitable for live music, speech, functions. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Durable, washable floor surface, preferably stone or tile. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: Equally spaced 3m grid of min 1T hanging points for use with event or display equipment 

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 
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 A11, A12 Notes: Glare management, possibly including blinds. Oversize access for large items, vehicles (eg car). 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Drinks/food shelves / ledges / benches for pre-show F&B. 
Large format multi-screen video display – size subject to design 
Digital directional wayfinding menu screens. 

A14 Fixed Equipment / Appliances: Electrical: 
 

Hydraulic / Sanitary: 
2 no. chilled water fountains 

Patron self-service water 
station, basin & bench @ bar 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Presentation / display cases for memorabilia, art works etc with power, lighting (may be portable). 
Touchless hand sanitiser stands at all entry points  

A16 General / special requirements: Maximise extent of exhibition system(s), lighting, including for 3-D sculptural and suspended items. 
Commissioned public art works and/or from TRAG collection.  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Program relay screens for late comers, audio power for AV screens. 
FOH Mgr / SM paging, audience recall chimes 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes Capacity for vehicle entry/standing – eg car launch, optional L2. 
Equally spaced 3m grid of min 1T hanging points for use with event or display equipment 

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Treat all foyer related areas as performance space and incl. DMX interface to system. 
Distribute services floor boxes to multiple locations to suit potential event presentation areas, 
temporary stages, merchandising stands, marketing displays, artwork, etc. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Architectural lighting of foyer space/form. Signature light fittings / chandelier(s). 
Dimming ability for Foyer lighting to transition audiences post show coming out of the dark. 

B5 Communications:  Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes 2 no. passenger lifts, both full stretcher capacity – refer Brief 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 106, 108 

 FOYER BARS – TYPICAL ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes: Main foyer bar L1 – min. 10m serving length, ideally 15m – 4 serving stations to Foyer, 2 stations 
to Forecourt, 2 stations to Café. 
Main foyer bar L2 – min. 8m serving length, ideally 10m – 4 serving stations each side to Foyer, 
Functions Room. 

A2 Activity Description:  Bar service, operated by TPAC (not third party) providing tea, coffee, soft and hard beverages, 
packaged food/snacks to centre patrons. 
Serving to foyers, adjacent outdoor areas. Peel St foyer bar to serve to café dining. 
Subject to further brief development by F&B consultant during design. 

A3 Key Functional Requirements  
& design considerations:  

Highly efficient quick service of multiple drinks to customers in peak interval times – CRITICAL to 
centre financial viability. 
Ideally back-loading product into display fridges. Adjacent / close bar stock store essential. 
Minor packaged food items display 
TRC / Authority health / food services compliance certification `cv. 
Match equipment / serving layouts across all bar facilities. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff 4 no. per bar 
 Third party   

Time of Use: 
 0800-2400  
Event/show specific 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes: Allow for up to 4 staff members in each bar 

A5 Enclosure, Relationships: 
 

Adjacent to: foyers, exterior 
View to: foyers 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Capacity to backload bar fridges desirable where possible. 
Direct access to bar store 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: CCTV of cash-handling posts. Duress buttons at each POS.  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Acoustic treatment to manage operational noise. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Safety vinyl. Health services compliance. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: Health services compliance. 
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A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Servery control  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: Menu video display. Shelving, product display. Stainless steel benchtops or equivalent durability. 

A14 Fixed Equipment / Appliances: Electrical: 
Espresso machine,  
Display fridges  
EFT Pos stations, cash drwrs 

 Hydraulic / Sanitary: 
Ice machine, glass washer, 
ice wells, sinks, HWB 
Patron water station 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Define waste management methods, allocate spaces for bins etc as part of venue design  

A16 General / special requirements: Exempt from DDA compliance within bar, accessible bar counter required. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Power supply as required for fridges, compressors, post mix and coffee machine/s. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Specialised hydraulic services to appliances as required. Patron water station self-service. 
Post-mix service at all bars. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 107, 109, 604 

 BAR STORE – TYPICAL ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes:  

A2 Activity Description:  Dry storage of bar product in close proximity, ideally adjacent/contiguous with bar/s, for short term 
re-stock during peak periods. 

A3 Key Functional Requirements  
& design considerations:  

Adjustable industrial shelving to suit stock packaging ,etc. Fridge(s) for cooled stock. 
Small Safe in each bar store for float/change etc 
Subject to further brief development by F&B consultant during design. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 106/108 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Fixed small safe for float/change. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Acoustic treatment to manage operational noise. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Safety vinyl 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: Health services compliance 

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Access for trolley deliveries. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 
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 A13 Notes: Whiteboard for stock control messages, mirror for staff attire check. 

A14 Fixed Equipment / Appliances: 
 

Electrical:  Hydraulic / Sanitary: 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Industrial shelving system. 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Consider exhaust ventilation (smells). 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 110 

 TPAC BEVERAGE STORE ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.4m 

Minimum area: 50 m2 

 A1 Notes:  

A2 Activity Description:  Long term beverages store for TPAC bar operations, independent of third party F&B services. 

A3 Key Functional Requirements  
& design considerations:  

Includes Cool room, Dry storage for bar F&B product. 
Pallet or trolley access from services delivery dock. 
Subject to further brief development by F&B consultant during design. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Centre Staff  
 Third party   

Time of Use: 
 0800-2400 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Basement / service BOH location,  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Excellent direct materials handling access from service dock, lift access essential. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Waterproof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Floor set downs for cool room. Safety vinyl or concrete. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: Insulation to cool room. 

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Palette and trolley deliveries 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: Whiteboard for stock management adjacent to door outside this room 
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A14 Fixed Equipment / Appliances: Electrical: 
Cool Room  
Ice machine 
refrigerators 

 Hydraulic / Sanitary: 
Sink / trough & tapset 
Hose cock for cleaning 
Floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Industrial, adjustable shelving. Trolleys. 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes 3 phase power as required for refrigeration unit/s 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Phone or intercom links to bars  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Sink/trough 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  

 
 
 
 
 
  



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room data sheets 08/02/2021 
 

TPAC RDS 100 FOH A 210208.Docx Page 17 / 38 

 
 Room / Space Name: RDS NO: 110 

 TPAC, LIBRARY, ART GALLERY LINK ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  1.5m min. 

Working height:  m 
Ceiling height:  2.7m 

Minimum area: m2 

 A1 Notes: Occurs at Level 1 and 2. 

A2 Activity Description:  Circulation link from the TPAC to the Library and Art Gallery building foyers at both floor levels. 
TPAC foyer lift to provide complying DDA access to both building floor levels (4 levels). 

A3 Key Functional Requirements  
& design considerations:  

Capacity to isolate all three facilities in terms of security and patron access via discrete, 
deployable doors with access control. 
Optimise visual connection between both buildings. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
0800-2400 
 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyers  
View to: Foyers  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room data sheets 08/02/2021 
 

TPAC RDS 100 FOH A 210208.Docx Page 18 / 38 

 A13 Notes:  

A14 Fixed Equipment / Appliances: Electrical: 
 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Wayfinding signage to program spaces in both buildings from either direction.  
Digital signage as part of overall foyer area 

A16 General / special requirements: Must discretely secure access between buildings. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Audience recall chimes, FOH announcements  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
GPO with RCD deleted 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  

 
 
 
 
 
 
 
  



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room data sheets 08/02/2021 
 

TPAC RDS 100 FOH A 210208.Docx Page 19 / 38 

 

 Room / Space Name: RDS NO: 111 

 PATRON TOILETS – MALE, TYPICAL ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.7.6  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes:  

A2 Activity Description:  Toilet facilities for patrons, building users, serving indoor and outdoor activity areas. 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive.  
Provide 1.5x BCA required numbers to cater for high intensity use at performance intervals. 
Distribute amenities groups to serve proportionate number of patrons in each building zone / level. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyers  
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Toilet noise must not intrude on any program spaces, venues. No ventilation grilles in doors. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Vestibule layout to minimise number of doors and prevent views into toilets. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 
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 A13 Notes: Vanity/shelves, touchless hand soap dispensers, toilet paper holders, wall integrated rubbish bins 
full length mirror/s, coat hook/door stop 

A14 Fixed Equipment / Appliances: Electrical: 
Touchless hand dryers  

 Hydraulic / Sanitary: 
3x WC, 9 Urinals, 5 WHB, 
touchless tap sets, floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes:  

A16 General / special requirements: Numbers of fittings to be confirmed in design process. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Audience recall chimes etc 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
GPO with RCD deleted 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Auto flushing urinals, touchless auto taps 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 112 

 PATRON TOILETS – FEMALE, TYPICAL 
 

ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.7.6  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: m2 

 A1 Notes:  

A2 Activity Description:  Toilet facilities for patrons, building users, serving indoor and outdoor activity areas. 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive.  
Provide 2.0x BCA required numbers to cater for high intensity use at performance intervals. 
Distribute amenities groups to serve proportionate number of patrons in each building zone / level. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyers 
View to: Prohibited 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 
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 A13 Notes: Vanity/shelves, touchless hand soap dispensers, sanitary dispensers. Toilet paper holders, wall 
integrated rubbish bins, bins, full length mirror/s, coat hook/door stop. 

A14 Fixed Equipment / Appliances: Electrical: 
Touchless Hand dryers  

 Hydraulic / Sanitary: 
18x WC, 8x WHB, touchless 
tap sets, floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless sanitary bin. 

A16 General / special requirements: Numbers of fittings to be confirmed in design process. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Audience recall chimes etc 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 113 and other locations 

 PATRON TOILETS – ACCESSIBLE, 
TYPICAL 

ZONE: 100 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.7.6  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes:  

A2 Activity Description:  Toilet facilities for patrons, building users, serving indoor and outdoor activity areas. 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive.  
Provide an accessible facility with every amenities group. 
Distribute amenities groups to serve proportionate number of patrons in each building zone / level. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyers  
View to: Prohibited 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 
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 A13 Notes: Vanity/shelves, touchless hand soap dispensers, sanitary dispensers. Toilet paper holders, wall 
integrated rubbish bins, full length mirror, accessible fitout to AS1428. Baby change table. Coat 
hook/door stop 

A14 Fixed Equipment / Appliances: Electrical: 
Touchless hand dryer  

 Hydraulic / Sanitary: 
1x WC, 1x WHB, touchless 
tap set, floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless sanitary bin 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Audience recall chimes etc 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 122 

 FOYER EXPANSION, L1  
– LIBRARY & ART GALLERY 

ZONE: 120 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  min 3.0m 

Minimum area: m2 

 A1 Notes:  

A2 Activity Description:  Extend existing L&AG foyer to new street entry – integrate into and upgrade existing foyer. 

A3 Key Functional Requirements  
& design considerations:  

Welcoming accessible entry for patrons, clear visibility to Library and Art Gallery upstairs. 
Direct access & view into TPAC main foyer, and Library program room. 
Direct access & view into Café dining, extend a small amount of café seating into the foyer. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-1700 + special events 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 124 
View to: street, cafe 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Maximise display and exhibition hanging opportunities, banner wall hanging points. 
Remove as much of the existing east external wall to open up to TPAC as much as possible. 
Walls plywood under plaster to support art hanging. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: Equally spaced 3m grid of min 0.25T hanging points for use with event or display equipment for 
artworks, banners, etc – extend into existing foyer  

A11 Openings – Doors : 
 

 Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows: 
 

 Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 
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 A11, A12 Notes: Transparency into adjacent rooms, Library, street, TPAC. 
Glazed, sliding / automated doors into TPAC subject to fire design. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: Pinboards for posters, notices; brochure / program racks  
Video screen for marketing content? 

A14 Fixed Equipment / Appliances: Electrical: 
Video screen 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Café tables and chairs  

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes TPAC FOH Mgr / SM paging, audience recall chimes (as audience may loiter in L&AG foyer). 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes Equally spaced 3m grid of min 0.25T hanging points for use with event or display equipment 
Floor loading to accommodate EWP use 

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Exhibition lighting 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Retain existing lift. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 123 

 LIBRARY AFTER-HOURS RETURN   
– LIBRARY & ART GALLERY 

ZONE: 120 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  min 2.1m 

Minimum area: as required 
m2 

 A1 Notes:  

A2 Activity Description:  New returns facility to receive after-hours 24/7 external Returns from public space.  
May be divorced from existing Library Returns Room, which is to be retained. 
Further requirements to defined in consultation with Library staff. 

A3 Key Functional Requirements  
& design considerations:  

Fire-proofed book returns from a 24/7 public access area. 
RFID returns scanning  
OH&S suitable for moving book trolleys to Library Returns / Work Rooms 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 TRL Staff 1 no. 
 Third party   

Time of Use: 
 0800-1700  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to: street 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Appropriate location to be identified. 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Door size to enable book trolley entry. 
Fire-proofed returns slots. 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes:  

A14 Fixed Equipment / Appliances: Electrical: 
RFID scanner 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Fitout of room – determine with Library staff 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Power as required for RFID equipment, may require UPS. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Data link to Library systems. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 124 

 LIBRARY PROGRAM 
 – LIBRARY & ART GALLERY 

ZONE: 120 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  min 3.0m 

Minimum area:  
as large as possible ~75m2 

 A1 Notes:  

A2 Activity Description:  Library programs: discussion groups, quiet study, after-hours community meetings.  
Kitchenette / tea/coffee station. 

A3 Key Functional Requirements  
& design considerations:  

Direct external public access for after-hours 
Direct access from Library. (Entry from foyer not required). 
Quiet Room, quiet study area (using laptops BYOD) 
Video-conference events 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 15-20 
 Ctre Staff  
 Third party   

Time of Use: 
 0800-1700 + after-hours 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Extg library 
View to: street, cafe 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Acoustic suitable for community meetings, Library programs, quiet study: to not intrude 
excessively on adjacent Library areas. 
Noise isolation from existing Library – for study, meeting purposes. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Services floor boxes for meeting / table layouts. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room data sheets 08/02/2021 
 

TPAC RDS 100 FOH A 210208.Docx Page 30 / 38 

 A11, A12 Notes: Maximise transparency into adjacent Library, street. 
Direct external after-hours entry.  
West sun / glare control. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains / blinds 
 Mirror 

 A13 Notes: 1x video screen for presentations 
Tea/coffee station Kitchenette 

A14 Fixed Equipment / Appliances: Electrical: 
Video screen – touch screen 

 Hydraulic / Sanitary: 
Kitchenette, sink, H/C tap  

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes:  

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Video-conference services. Services floor boxes for meeting / table layouts. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Portable hearing augmentation may be required for some events. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
 

 

  



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room data sheets 08/02/2021 
 

TPAC RDS 100 FOH A 210208.Docx Page 31 / 38 

 Room / Space Name: RDS NO: 126 

 FOYER EXPANSION, L2 
– LIBRARY & ART GALLERY 

ZONE: 120 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  min 3.0m 

Minimum area: as required 
m2 

 A1 Notes: Ceiling height to match existing. 

A2 Activity Description:  Extend existing AG foyer to new Studio 2 – integrate into and upgrade existing foyer. 

A3 Key Functional Requirements  
& design considerations:  

Welcoming accessible entry for patrons, clear visibility to Art Gallery, program rooms. 
Overflow from AG Foyer for openings, AG events, including temporary bar. 
New secure link to TPAC L2 foyer – including lift connectivity to TPAC foyer. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-1700 + special events 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: AG Foyer 
View to: street, Studio 

2 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Maximise display and exhibition hanging opportunities, banner wall hanging points. 
Remove existing door/wall partition to AG Foyer, replace with a glazed door with maximum 
opening to integrate foyers for special events. 
Exhibition hanging system. 
Walls plywood under plaster to support art hanging. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: Equally spaced 3m grid of min 0.25T hanging points for use with event or display equipment for 
artworks, banners, etc – extend into existing foyer. 

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 
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 A11, A12 Notes: New glazed wall & door to AG Foyer. 
Secure, glazed automated doors to TPAC foyer. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: Pinboards for posters, notices. Video screen  

A14 Fixed Equipment / Appliances: Electrical: 
Video screen 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Temporary bar set up for events (no sanitary services). 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes TPAC FOH Mgr / SM paging, audience recall chimes (as audience may loiter in L&AG foyer). 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes Equally spaced 3m grid of min 0.25T hanging points for use with event or display equipment – 
extend over stair void and into existing foyer areas as much as possible. 
Floor to support EWP – if over stair void larger machine will be required so heavier loads 

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Exhibition lighting 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Portable hearing augmentation may be required for bar service 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Retain existing lift. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 127 

 STUDIO 1 EXPANSION  
– LIBRARY & ART GALLERY 

ZONE: 120 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  min 3.0m 

Minimum area: as large as 
possible approx. +35-40m2 

 A1 Notes:  

A2 Activity Description:  Visual Arts ‘wet’ making space, Gallery programs  
Renovate / make good existing Studio 1 and extend towards street frontage. 

A3 Key Functional Requirements  
& design considerations:  

Creative ‘wet’ visual art making space. 
Capacity to open to new Studio 2 for larger programs. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 15-25 
 Ctre Staff  
 Third party   

Time of Use: 
 0800-1700 + after-hours 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 126 
View to: 126, street 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Blinds, etc for privacy eg for life drawing classes. 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Acoustic suitable for education programs 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Vinyl flooring suitable. 
Open existing wall to foyer for transparency, with privacy measures.  
Simple exhibition hanging system. Walls plywood under plaster to support art hanging. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Glaze existing wall to 126 AG foyer, with privacy measures.. 
Maximise natural daylight for art work. West sun / glare control 
Large sliding doors (solid / obscure) to Studio 2 to maximise opening. 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains / blinds 
 Mirror 

 A13 Notes: 1x video screen for presentations, BYOD interface for presenters. 
Provide double existing storage cupboards capacity. 
Storage cupboards to be lockable, & to have whiteboards for contents ID/ownership 
Blinds for privacy to all glazed walls, doors. 

A14 Fixed Equipment / Appliances: Electrical: 
Video screen  

 Hydraulic / Sanitary: 
Retain extg sink – add art 
sediment trap. 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Retain existing tables and chairs, visual arts equipment. Add more tables, chairs to suit occupancy 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Exhibition lighting 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Adopt portable hearing augmentation systems for programs. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Gallery / exhibition environmental controls are not required in these program rooms. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Retain existing art sink facility. Add sediment trap to existing sink. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 128 

 STUDIO 2  
– LIBRARY & ART GALLERY 

ZONE: 120 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  min 3.0m 

Minimum area: as large as 
possible approx. +100m2 

 A1 Notes:  

A2 Activity Description:  New Visual Arts ‘wet’ making space, Gallery programs and meetings 

A3 Key Functional Requirements  
& design considerations:  

Creative ‘wet’ visual art making space and meeting room. 
Capacity to open to extended Studio 1 for larger programs. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 15-25 
 Ctre Staff  
 Third party   

Time of Use: 
 0800-1700 + after-hours 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 126, 127 
View to: 126, street 
Prohibited: 127 

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Acoustic suitable for education programs 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Vinyl flooring suitable. 
Glaze new wall to 126 AG foyer for transparency.  
Simple exhibition hanging system. Walls plywood under plaster to support art hanging. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Glaze new wall to 126 AG foyer, with privacy measures. 
Maximise natural daylight for art work. West sun / glare control 
Large sliding doors (solid / obscure) to Studio 1 to maximise opening. 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains / blinds 
 Mirror 

 A13 Notes: 1x video screen for presentations, BYOD interface for presenters. 
Min 3.6m lineal storage cupboards, lockable with whiteboard signage on 
Blinds for privacy to all glazed walls, doors. 

A14 Fixed Equipment / Appliances: Electrical: 
Video screen  

 Hydraulic / Sanitary: 
No sink required 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Working tables and chairs, visual arts equipment.  

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Simple exhibition lighting 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Adopt portable hearing augmentation systems for programs. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Gallery / exhibition environmental controls are not required in these program rooms. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes (No sink required). 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 130 

 INNOVATION STUDIO 2  
– LIBRARY & ART GALLERY 

ZONE: 120 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: existing 

 A1 Notes:  

A2 Activity Description:  Library Innovations studio (new) adjacent to existing Innovations Studio 1 (129). 
Refer to Brief for diagram. Confirm requirements with Library staff. 

A3 Key Functional Requirements  
& design considerations:  

Creative making space. 
Extensive power and data supplies for a variety of tools/machines. 
Fume / dust extraction (smoke, sawdust) 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 10-15 
 Ctre Staff  
 Third party   

Time of Use: 
 0800-1700 + after-hours 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 129 
View to: street 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Machine noise management 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: External wall will be demolished – consider glazed wall between existing & new. 
Vinyl flooring suitable. Services floor boxes at 3m ctrs or adopt droppers from ceiling. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Maximise natural daylight. West sun / glare control 
Doorway between new 130 and existing 129 – control for fumes/dust.. 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: 1x video screen for presentations, BYOD interface for presenters? 
Storage cupboard (over exit stair void), securable with whiteboard contents signage 
Bookable secure storage space per workstation for work in progress. 
Hooks for bags, coats, Tool peg boards.  

A14 Fixed Equipment / Appliances: Electrical: 
Video screen, 3D printers, 
laser cutter, router, etc to be 
confirmed 

 Hydraulic / Sanitary: 
New sink with sediment trap 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Confirm anticipated types of equipment with Library staff. 

A16 General / special requirements: Emergency stop buttons for machines/room.  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Power as required for machinery with emergency Stops.  
Power and data floor boxes at 3m centres to walls and floor, or ceiling droppers. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Adopt portable hearing augmentation systems for programs. 
WiFi repeater to existing Library system. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Fume, Smoke & dust extraction. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Double sink in bench with sediment trap. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 201 

 BOX OFFICE SUPERVISOR – CENTRE 
OPERATIONS

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.1.2  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:   
Width:   

Working height:  m 
Ceiling height:  2.4m 

Minimum area: 16 m2 

 A1 Notes:  

A2 Activity Description:  Box Office supervisor and call centre staff office directly supporting Box Office Reception. 

A3 Key Functional Requirements  
& design considerations:  

Direct access to Box Office Reception for staff support / safety. 
Cash-handling security. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public Prohibited 
 Ctre Staff 3 no 
 Third party   

Time of Use: 
0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes: Allow for Box Office Supervisor and 2 call centre staff. 

A5 Enclosure, Relationships: 
 

Adjacent to: FOH Services 
 (202, 203) 
View to: 202, 104 
Prohibited: No view in 

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: One way view to Box Office Reception / Foyer. 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Cash-handling security & CCTV overview.  
Building entry intercom activation – all entries. Building CCTV display to staff here as well as 225. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Management of noise intrusion from foyer. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Resilient floor surface at workstations 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors: 
 

 Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows: 
 

 Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: One way view to Box Office Reception / Foyer. 
Door vision panel or glazed wall to office from adjacent common (non-public area) 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock / time display 
 Curtains 
 Mirror 

 A13 Notes: 1-2 video displays/ security displays (phone calls, whats on, security) Clock or time display. 
Good Storage shelving 

A14 Fixed Equipment / Appliances: Electrical: 
Ticket printer 
EFTPos / tablets/Phones 

Cash handling facilities. 
PCs each station 
Drop-box safe access 

Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Sit-stand workstations (min. 3 no.). Accessible seated counter 1 no. 

A16 General / special requirements: Drop-box safe to have direct drop slot in main foyer to 201 so FOH / F&B staff do not have to enter  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Programme relay video / audio 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Power inside cupboards/shelving for charging of EFTPOS etc 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 202 

 BOX OFFICE / FOH RECEPTION – CENTRE 
OPERATIONS 

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.1.1  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  3 no. stations  
Width:  3.6 m 

Working height:  m 
Ceiling height:  2.4 min 

Minimum area:  m2 

 A1 Notes: Min. 1.4m lineal per counter position 

A2 Activity Description:  High visibility, welcoming service area & counter for ticketing & centre reception. 
Consider ‘concierge’ service model (eg roaming staff with tablet). 
Queuing patrons at peak periods – must not conflict with other foyer circulation flows. 
3 staff service/ticketing counter positions. EFTPos, ticket printers, cash security, CCTV, duress 
alarm. Direct access to Box Office Supervisor. 
Brochures & marketing materials on foyer wall near box office. Marketing materials to be stored in 
207 not here. 

A3 Key Functional Requirements  
& design considerations:  

Ergonomic workstations, disability counter access for patrons & staff. 
Cash-handling security, staff safety.  
Efficient ticketing, payment and enquiries service for both peak and low-activity operations. 
Queue management / crowd control measures essential. 
Contiguous with Cloak, Merchandising adjacent for shared staffing. 
Immediate access and back-up from adjacent 201 Box Office Supervisor. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff 3 no 
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 201 
View to: 104 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Direct line of sight from main patron entry points to foyer essential. 

A6 Access & Security:  Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Cash-handling security & CCTV overview.  
Duress alarms linked to 201, 225. Counter to prevent climbing/vaulting.  
Building entry intercom activation – all entries.  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Spatial/conversational semi-privacy for patrons at counter 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Ability to  close down the Box Office desk area (not security grill or screen)  - Subject to design 
Door to Foyer 104 direct foyer access required. 
Resilient flooring required to staff positions.  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  
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A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Borrowed daylight desirable. One-way window to 201. 
Capacity to secure counters 
Glare management required to all serving positions 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock / time display 
 Curtains 
 Mirror 

 A13 Notes: Cash handling drawers, ticketing drawers. 
3 video displays on rear wall – Whats On/Show Relay.  
3 video displays over top of front of Box Office. Ability to detail what each station/line is for. Eg: 
VIP collects only etc. 
Reception counter, back counter, resource / consumables storage 

A14 Fixed Equipment / Appliances: Electrical: 
2 Duress buttons (one betwn 
each two cash points min),  
3 Ticket Printers 

1 Laser Printer, 
3 Point of Sale  
Standard Printer  
Display Screens 

Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Consider sit-stand adjustable desks behind counter. Digital signage system above Box Office 
Counter 

A16 General / special requirements: Staff must not be subject to drafts from foyer entry points. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 203 

 CULTURAL MERCHANDISE – CENTRE 
OPERATIONS 

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.7.3  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes:  

A2 Activity Description:  Gallery / TPAC retail adjacent to / integrated with Box office reception (202) to enable staffing and 
sales by Box Office staff. 

A3 Key Functional Requirements  
& design considerations:  

Adjustable, varied types of display of cultural merchandise and product. 
Merchandising design brief to be developed further by specialist consultant. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff 1 no 
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Box office 
View to: Foyer  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Alcove in the foyer or dedicated enclosed space with fully openable glazed shopfront or sliding 
wall panels. 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Continue foyer flooring into merchandise area, floor boxes to service display cases as required. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: May include feature treatment as part of Foyer  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Solid tracked panel openable shopfront to secure area subject to design 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Box Office will handle all transactions. 
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A14 Fixed Equipment / Appliances: Electrical:  Hydraulic / Sanitary: 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Adjustable wall display system, display cabinets, mobile display pedestals of various sizes. Rear 
access desirable. 

A16 General / special requirements: Merchandising design brief and display furniture to be developed by specialist consultant. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Floor boxes to service display cases as required. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Display cabinets with integral lighting, exhibition lighting to perimeter displays. 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes As for foyer 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 204 

 CLOAK ROOM – CENTRE OPERATIONS ZONE: 200 ISSUE: A 
Date: 5/11/2020 

OYBS Ref: 1.7.2  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area:  9 m2 

 A1 Notes:  

A2 Activity Description:  Extension of / adjacent to box office counter for shared servicing. 
Secure storage for patrons coats, bags, umbrellas, laptops, briefcases 
Walking frames to be in foyer allocation the same as prams etc. Refer 104 
Lost property store in below cupboards of counter in Cloak Room 

A3 Key Functional Requirements  
& design considerations:  

Disability access counter for patrons and staff. 
Item identification system e.g. tags.  

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public   
 Ctre Staff 1 no 
 Third party   

Time of Use: 
0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Box office 
View to: Foyer  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security:  Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Resilient flooring for standing staff  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Security grille / shutter to secure servery counter. 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Secure storage design suitable for required objects. 

A14 Fixed Equipment / Appliances: Electrical:  Hydraulic / Sanitary: 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes:  

A16 General / special requirements: Tag identification system  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 205 

 FIRST AID – CENTRE OPERATIONS ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 8 m2 

 A1 Notes:  

A2 Activity Description:  First aid treatment of patrons and staff prior to ambulance arrival 
Patron staff first aid rest area 

A3 Key Functional Requirements  
& design considerations:  

Access to water / sink, needle disposal and bed. 
Alarm linked to 201, 225, 202 overview 
Circulation suitable for wheelchairs and stretcher. Close to ambulance access. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 1-2 no. 
 Ctre Staff 1 no 
 Third party   

Time of Use: 
0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyer 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Door visible from nearby staffed area 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Duress button  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Overwidth doors to allow for stretcher access / egress. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 
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 A13 Notes: First Aid cupboard, wash-hand basin/vanity unit 

A14 Fixed Equipment / Appliances: Electrical: 
Alert / Call button 
Small fridge/freezer  

 Hydraulic / Sanitary: 
Hand wash basin, tap set, 
soap dispenser, hand dryer, 
grab rails, safety shower 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

  Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Bed / Armchair, Small work table& chair, Rubbish bin, Needle disposal, 
Fridge/Freezer for ice pack etc. 
Portable defibrillator 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Show relay - volume controlled 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Dimming / glare management. 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
 

  



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room Data Sheets 08/02/21 
 

TPAC RDS 200 Centre operations A 210208.docx Page 11 / 40 

 Room / Space Name: RDS NO: 206 

 FOH ADMINISTRATION SERVICES – 
CENTRE OPERATIONS 

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 1.7.4  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 15 m2 

 A1 Notes:  

A2 Activity Description:  Temporary receipt of deliveries. 
Networked Printer to service FOH Services Zone 
To store FOH requirements including sponsors banners, merchandise, paging equipment, torches, 
portable tables, chairs, banners, access equipment, spare furniture, display equipment, flags, 
temporary bars. Brochure and marketing collateral store and preparation of marketing collateral for 
distribution. 

A3 Key Functional Requirements  
& design considerations:  

Variety of accessible storage 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyer, 202, 
201, 207 

View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security:  Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Vinyl or concrete. Resilient flooring for standing staff at printer. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Trolley access 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 

 A13 Notes: Shelving and storage - Floor to ceiling shelving on at least one wall - open shelves, cupboards, 
work bench, storage bin for pull up banners. Shelving needs to accommodate A2 posters lying flat. 

A14 Fixed Equipment / Appliances: Electrical: 
 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Networked printer, shredder?, recycling bins 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Printer exhaust extraction required 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 207 

 FOH MANAGERS OFFICE – CENTRE 
OPERATIONS 

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.1.4  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 18 m2 

 A1 Notes:  

A2 Activity Description:  Office space for FOH duty manager(s), FOH ushers sign in, meeting space for 7-8 standing staff 
Provide half height wall to separate manager’s workstation from meeting space.  

A3 Key Functional Requirements  
& design considerations:  

Office accommodation with view to foyer and box office 
FOH comms rack, FOH staff headsets comms charging station. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff 1-2 
 Third party   

Time of Use: 
 0800-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes: 2 small workstations/hot desks, standing room for 7-8. 

A5 Enclosure, Relationships: 
 

Adjacent to: Foyer  
View to: Foyer, Box 

office 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security:  Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: View to foyer and venue entries ESSENTIAL 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 
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 A13 Notes: Show relay 2-3 venues 

A14 Fixed Equipment / Appliances: Electrical: 
 

Computers, Clock, FOH 
Control Panel 

Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Hot desks, meeting table 3-4 pax 

A16 General / special requirements: Central networked printer located in 206 – FOH administration services 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes FOH staff / ushers communications equipment charging station 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 208 

 FOH STAFF ACCESSIBLE BATHROOM – 
CENTRE OPERATIONS 

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.3.8  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.4m 

Minimum area: 7 m2 

 A1 Notes:  

A2 Activity Description:  Unisex accessible bathroom with shower and change facilities 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: FOH services 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Vanity/shelves, touchless hand soap dispensers, toilet paper holders, wall integrated rubbish bins, 
full length mirror/s, accessible fitout to AS1428. Shower curtain and rail. Coat hook/door stop. 
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A14 Fixed Equipment / Appliances: Electrical: 
Touchless Hand dryer 

  Hydraulic / Sanitary: 
1 WC accessible, Wash-hand 
basin, auto Tap set, shower, 
floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless sanitary bin. 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 209 

 FOH STAFF AMBULANT TOILET/CHANGE 
– CENTRE OPERATIONS 

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 4 m2 

 A1 Notes:  

A2 Activity Description:  Ambulant toilet facilities for staff  
Uniform change area 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive.  

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 hrs 
 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to: Prohibited 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Vanity bench, toilet roll holder, touchless soap dispenser, towel dispenser, coat hook/door stop 
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A14 Fixed Equipment / Appliances: Electrical: 
Touchless Hand-dryer 

 Hydraulic / Sanitary: 
1x WC, 1x Wash-hand basin, 
auto Tap sets 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless sanitary bin 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 210 

 FOH STAFF ROOM – CENTRE 
OPERATIONS 

ZONE: 200 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.1.5  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL VR 23/4  

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 25 m2   

 A1 Notes:  

A2 Activity Description:  FOH staff room 

A3 Key Functional Requirements  
& design considerations:  

Storage lockers for personal items, rack for uniforms/vests 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff 2 no 
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: FOH Services, 
208 

View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security:  Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock 
 Curtains 
 Mirror 
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 A13 Notes: 24 lockers (4 high, 6 across), ¾ Mirror, Mail/memo slots, Coat rack/umbrella store, Seating bench 
or chair, paper towel dispenser 
Small kitchenette – bar fridge, microwave, small sink, small cupboard area. 

A14 Fixed Equipment / Appliances: Electrical: 
Bar fridge, Microwave 

 Hydraulic / Sanitary: 
Touchless hand soap, 
touchless hand dryer, auto 
taps. Hot/cold water tap. 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Small table and chairs 
Touchless rubbish and recycling bins 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Foyer paging zone 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 221 

 FOYER / WAITING – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.3.1  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.7m 

Minimum area: xxx m2 

 A1 Notes:  

A2 Activity Description:  Entry foyer to administration area 
Suitably spacious visitor (sponsor, hirer) waiting 

A3 Key Functional Requirements  
& design considerations:  

Access and hospitality to centre clients. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyer 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Desirable / optional daylight subject to design 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Display racks, small centre marketing display. Video screen 
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A14 Fixed Equipment / Appliances: Electrical: 
Video screen 

 Hydraulic / Sanitary: 
Touchless water fountain 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Coffee table 

A16 General / special requirements: Capacity to hang/display artwork / posters. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Art work / exhibition lighting 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  

 
 

  



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room Data Sheets 08/02/21 
 

TPAC RDS 200 Centre operations A 210208.docx Page 23 / 40 

 

 Room / Space Name: RDS NO: 222 

 MEETING ROOM – CENTRE OPERATIONS ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.3.4  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  min 5.5m 

Working height:  m 
Ceiling height:  2.7m 

Minimum area: 40 m2 

 A1 Notes:  

A2 Activity Description:  Meeting room for 10-15 persons 

A3 Key Functional Requirements  
& design considerations:  

Acoustically private, audio visual and video conferencing. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Centre Staff  
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Administration 
 office 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Floor box for meeting table data/comms services 
Glazed wall partitions with privacy screening. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Daylight desirable 

A13 Fixed Fittings 
 

 

 Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 
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 A13 Notes: Capacity for show relay  

A14 Fixed Equipment / Appliances: Electrical: 
 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Meeting table and chairs, tea/coffee station (not plumbed) 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Show relay, video-conference. 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 223 

 CENTRE MANAGER – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.4.2  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.7m 

Minimum area: 18 m2 

 A1 Notes:  

A2 Activity Description:  Office, 2-3 visitors, meeting for up to 6 

A3 Key Functional Requirements  
& design considerations:  

Confidential discussions and phone calls. 
Files and resources storage.  
Small meetings – suitable standard for hirers, sponsors 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Centre Staff 1 no 
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes: Provision for small meetings. 

A5 Enclosure, Relationships: 
 

Adjacent to: Administration 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Security required – lockable cupboard or cabinet 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Art work display desirable 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Glazed wall partitions with privacy screening. 
Daylight desirable 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 
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 A13 Notes: Show relay, video-conference, audio sound. 

A14 Fixed Equipment / Appliances: Electrical: 
Computer, printer 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Meeting table and chairs, secure storage 

A16 General / special requirements: Book shelves, file storage 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Show relay 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Art work display 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 224 

 OPERATIONS MANAGER – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.4.3  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 18 m2 

 A1 Notes:  

A2 Activity Description:  Office, 2-3 visitors, meeting for up to 6 

A3 Key Functional Requirements  
& design considerations:  

Confidential discussions and phone calls. 
Files and resources storage.  
Small meetings 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Centre Staff 1 no 
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Administration 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Glazed wall partitions with privacy screening. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Daylight desirable 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes:  
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A14 Fixed Equipment / Appliances: Electrical: 
Computer  

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Meeting table and chairs 

A16 General / special requirements: Book shelves, file storage 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Show relay, video-conference, audio sound. 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Show relay, video-conference, audio sound. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 225 

 ADMINISTRATION OFFICE – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.4.5  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  min 5.5m 

Working height:  m 
Ceiling height:  2.7m 

Min. 10 m2/person 

 A1 Notes:  

A2 Activity Description:  Office work space for 8 people 
Appropriate work environment with noise control and suitable ambience 

A3 Key Functional Requirements  
& design considerations:  

 8 workstations 
 filing, printing, storage and informal meeting areas 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff 8 no 
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: 221 
View to: 221 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Remote entry control activation to be integrated into telephone system or similar 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Daylight desirable 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Video screen with show relay desirable. 
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A14 Fixed Equipment / Appliances: Electrical: 
Computers, printer, personal 
devices (phones, etc) 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Filing cabinets/compactus, rubbish bins, desk chairs, storage/shelving, small meeting table 

A16 General / special requirements: Appropriate environment for teams involved in long work hours. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Show relay  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Floor trenches for workstations 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 226 

 ADMINISTRATION SUPPORT – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.4m 

Minimum area: 16 m2 

 A1 Notes:  

A2 Activity Description:  Central storage for administration resources and equipment 
Printing, copying, collating of brochures and documents 

A3 Key Functional Requirements  
& design considerations:  

Functional, adaptable storage 
Well ventilated print room with layout space 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public . 
 Centre Staff 1-2 no. 
 Third party   

Time of Use: 
0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Administration 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 
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 A13 Notes: Generous layout benches with power for compiling marketing mailouts, documents. 
Extensive paper/stationery storage 

A14 Fixed Equipment / Appliances: Electrical: 
Networked printer 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Shelving floor to ceiling built in storage with a mix of open shelving, cupboards, draws, work bench 
Printer, guillotine, paper handling equipment, rubbish bins 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes GPOs to suit printer (eg 15 amp) 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Photocopying fume extraction 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 227 

 STAFF LOUNGE – CENTRE OPERATIONS ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.4  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.7m 

Minimum area: 20 m2 

 A1 Notes:  

A2 Activity Description:  Kitchenette and FOH staff lunch/dining area 

A3 Key Functional Requirements  
& design considerations:  

Functioning kitchen space 
Proximity to admin foyer for hospitality desirable 
External area/outlook desirable 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Centre Staff 10-12 
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Administration 
View to: External 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Daylight desirable 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 
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 A13 Notes: Kitchen cabinetry, touchless soap dispenser, paper towel dispenser 

A14 Fixed Equipment / Appliances: Electrical: 
Fridge, dishwasher, toaster, 
microwave, video screen 

 Hydraulic / Sanitary: 
Sink, Tapset, hot water unit,   
hot/cold tap 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless rubbish & recycling bins. 
Fit out as per green room, inc filtered water unit 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Program relay 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Power to table via floor trench 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 228 

 AMBULANT TOILET – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 2 m2 

 A1 Notes:  

A2 Activity Description:  Ambulant toilet facilities for staff  
Close proximity to meeting room for visitors to use without intruding deep into administration area. 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive.  

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 hrs 
 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to: Prohibited 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Toilet roll holder, touchless soap dispenser, towel dispenser, coat hook / door stop 
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A14 Fixed Equipment / Appliances: Electrical: 
Touchless Hand-dryer 

 Hydraulic / Sanitary: 
1x WC ,1x Wash-hand basin, 
auto Tap sets 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Dining tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless sanitary bin 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
 

 
  



TAMWORTH PERFORMING ARTS CENTRE Issue A 
Functional Design Brief – Room Data Sheets 08/02/21 
 

TPAC RDS 200 Centre operations A 210208.docx Page 37 / 40 

 
 

 Room / Space Name: RDS NO: 229 

 ACCESSIBLE BATHROOM – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref: 2.3.8  required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.4m 

Minimum area: 7 m2 

 A1 Notes:  

A2 Activity Description:  Unisex accessible bathroom with shower 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive 
Close proximity to meeting room for visitors to use without intruding deep into administration area. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0800-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 
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 A13 Notes: Vanity/shelves, touchless hand soap dispensers, toilet paper holders, wall integrated rubbish bins, 
full length mirror/s, accessible fitout to AS1428. Shower curtain and rail. Coat hook / door stop 

A14 Fixed Equipment / Appliances: Electrical: 
Touchless Hand dryer 

  Hydraulic / Sanitary: 
1 WC accessible, Wash-hand 
basin, auto tap set, shower 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless Sanitary bin. 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 230 

 COMMUNICATIONS ROOM  – CENTRE 
OPERATIONS 

ZONE: 220 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL     

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.4m 

Minimum area: 20 m2 

 A1 Notes:  

A2 Activity Description:  Housing of communications equipment, racks 

A3 Key Functional Requirements  
& design considerations:  

1200 min Front and rear access to all equipment racks 
To be used as emergency services equipment room 
Suitable ventilation/air-conditioning. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 24/7 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Admin 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: After-hours access required 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: IT room floor 
Anti-static flooring – not carpet 
Floor waste or bunded area for protection of equipment / systems 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Daylight prohibited 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: If this is where the digital matrix is housed then a parallel output screen to double check that 
content is going to the right screen would be helpful. 

A14 Fixed Equipment / Appliances: Electrical: 
Computer, PABX,  

Equipment racks Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Service workstation 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes For possible future connectivity requirements 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes Make sure enough power for this ‘engine’ room 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Localised air-conditioning to address high equipment heat loads 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 301 

 SERVERY – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  min. 3.6m  

Working height:  m 
Ceiling height:  2.7m 

Minimum area: 22 m2 

 A1 Notes:  

A2 Activity Description:  Servery area for dining room and café 
Coffee, bar fridges and glass washing 
Accommodating 2-3 staff 

A3 Key Functional Requirements  
& design considerations:  

Safe food handling practice. 
Facility capable of standalone operation by third party contractor independent of centre 
commercial operations. 
Further design brief to be developed by F&B consultant for client approval. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party  2-3 no 

Time of Use: 
 0730-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Café and foyer 
View to: Café dining 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Within / open to Café Dining 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: CCTV overview of cash-handling position.  
Duress button at till/s 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Shelves, benches, joinery to be specified by commercial kitchen consultant. 
Video menu display 

A14 Fixed Equipment / Appliances: Electrical: 
EFTPos position, cash drawer 

Food display cabinet 
Bain marie 
Sink & Hand-wash basin 

Hydraulic / Sanitary: 
Espresso machine & 
accessories 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes:  

A16 General / special requirements: Equipment complement to be identified by F&B consultant  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Programme relay interface to general AV display. Not as stand alone  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes 3 phase for coffee machine, other equipment as required 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Hearing augmentation at till/s 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Contiguous with air-conditioned café dining space 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Chilled water station either as part of counter fit out or in Dining area 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 302 

 INDOOR DINING – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 80 m2 

 A1 Notes:  

A2 Activity Description:  Indoor café dining area connecting to outdoor café. 
Highly visible activation of centre façade and FOH realm. 

A3 Key Functional Requirements  
& design considerations:  

Dining room with small live stage for music, live performance, readings, book events, etc. (2-3 
performers). Large opening(s) to outdoor dining area 
Capable of standalone operation when remaining TPAC facilities are closed 
Numbers of staff depends upon the service model – to be confirmed 
Further design brief to be developed by F&B consultant for client approval. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 60 no. 
 Centre Staff  
 Third party  4-6 no 

Time of Use: 
 0730-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Lobby, bar 
View to: Outdoor dining 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Adjacency required to both Library/Art Gallery, TPAC foyer, Forecourt / outdoor cafe 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Capacity to secure café operation from TPAC and LAG foyers as required. 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: ESSENTIAL: Room acoustic treatment for live performance, readings, book events, etc. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes: See note for A7 

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:   Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Openable door/windows to outdoor dining area 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 
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 A13 Notes: Display signage of TPAC events 

A14 Fixed Equipment / Appliances: Electrical: 
Video screens with audio 
power, sound system 

 Hydraulic / Sanitary: 
Water station, sink for patrons 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Directional signage for amenities 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes Technical / lighting / audio suspension systems 

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Technical lighting capacity for live stage area 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Hearing augmentation for performance events. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 303 

 PRIVATE DINING – CAFÉ  ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 30 m2 

 A1 Notes:  

A2 Activity Description:  Café dining in private room, private functions / events. 

A3 Key Functional Requirements  
& design considerations:  

Intimate dining room, seating for up to 30 patrons, for private functions. 
Suitable for small performances, author readings etc. 
Capable of standalone operation when remaining facilities are closed. 
Numbers of staff depends upon the service model – to be confirmed 
Further design brief to be developed by F&B consultant for client approval. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 30 no. 
 Ctre Staff  
 Third party  2+ no 

Time of Use: 
0730-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Café kitchen, 
 servery  
View to: Foyer 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Operable walls/doors to dining room 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Noise isolation between lift core and private dining room, manage dining room noise to foyer, other 
spaces. Room acoustic treatment for comfortable environment, performance, readings. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Flooring to match theatre foyer for durability.  
Food and liquid resistance. Excellent cleaning attributes 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Operable walls/doors to form private dining room. Daylight desirable. 
Translucent decorative film screen to doors/walls. 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes:  

A14 Fixed Equipment / Appliances: Electrical: 
POS, sound system 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Waiters service buffet / stand including Point of Sale. 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Architectural lighting for ambience. 

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes Hearing augmentation for performance events. 

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 304 

 TOILETS MALE – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 9 m2 

 A1 Notes:  

A2 Activity Description:  Male toilet and handwash facility 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive.  
Subject to location, to also serve outdoor patrons of Events Plaza / outdoor events, markets, etc, 
but not general “Public Toilets” – within secured TPAC precinct. Foyer access. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0730-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Cafe 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes: Ideally also serving foyer and outdoor cinema courtyard. 

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Toilet noise must not intrude on any program spaces, venues. No ventilation grilles in doors. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Vestibule layout to minimise number of doors and prevent views into toilets. 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Vanity/shelves, touchless hand soap dispensers, toilet paper holders, wall integrated rubbish bins, 
full length mirror/s, coat hooks/doors stops 
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A14 Fixed Equipment / Appliances: Electrical: 
Touchless hand-dryer 

  Hydraulic / Sanitary: 
1x WC, 1x Urinal,1x Wash-
hand basin, Touchless Tap 
sets, floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes:  

A16 General / special requirements: Numbers of fittings to be confirmed in design process. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Audience recall chimes etc 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Automatic flushing urinals (but NOT waterless) 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 305 

 TOILETS FEMALE – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 9 m2 

 A1 Notes:  

A2 Activity Description:  Female toilet and handwash facility 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive.  
Subject to location, to also serve outdoor patrons of Events Plaza / outdoor events, markets, etc, 
but not general “Public Toilets” – within secured TPAC precinct. Foyer access. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
 0730-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyer, Café 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Toilet noise must not intrude on any program spaces, venues. No ventilation grilles in doors. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Vanity/shelves, touchless hand soap dispensers, toilet paper holders, wall integrated rubbish bins, 
full length mirror/s, sanitary dispensers, coat hooks / door stops 
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A14 Fixed Equipment / Appliances: Electrical: 
touchless Hand-dryer 

 Hydraulic / Sanitary: 
2x WC’s, 1x Wash-hand 
basins, Touchless Tap sets, 
Floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless Sanitary bin.  

A16 General / special requirements: Numbers of fittings to be confirmed in design process. 

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Audience recall chimes etc 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes Vanity bench lighting suitable for make up  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 306 

 TOILETS ACCESSIBLE – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 6 m2 

 A1 Notes:  

A2 Activity Description:  Accessible toilet and handwash facility 

A3 Key Functional Requirements  
& design considerations:  

Full compliance with AS 1428, Parts 1 – 4 inclusive. 
As for 305 & 306. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public 1 no. 
 Ctre Staff  
 Third party   

Time of Use: 
0730-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Foyer, café  
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Toilet noise must not intrude on any program spaces, venues. No ventilation grilles in doors. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Vanity/shelves, touchless hand soap dispensers, toilet paper holders, wall integrated rubbish bins, 
full length mirror/s, accessible fitout to AS1428. sanitary dispensers, coat hook 
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A14 Fixed Equipment / Appliances: Electrical: 
Touchless Hand-dryer 

 Hydraulic / Sanitary: 
WC, Wash-hand basin, 
Touchless Tap set, Floor 
waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Touchless Sanitary bin. Baby change table 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Audience recall chimes etc 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 307 

 KITCHEN – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  2.7m 

Minimum area: TBC 

 A1 Notes:  

A2 Activity Description:  Food & beverage preparation for Café, Foyer and outdoor dining areas serving ~180+ patrons. 
Storage, wash-up, waste management. 
Detailed requirements to be developed by Food & Beverage Consultant during design process. 

A3 Key Functional Requirements  
& design considerations:  

Safe food handling practice. 
Service deliveries/waste management must not occur through public spaces. 
Facility capable of standalone operation by third party contractor independent of centre 
commercial operations – may, or may not include adjacent bar operation.  
May be separate operator to Functions Centre. 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party  TBC 

Time of Use: 
0700-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Cafe facilities 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes: Kitchen noise must not intrude on dining or foyer areas. 

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Set-downs for cool/freezer rooms, floor wastes and trenches to equipment as required. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Daylight desirable, optional 
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A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Shelves, benches, joinery to be specified by commercial kitchen consultant 

A14 Fixed Equipment / Appliances: Electrical: 
Specialised commercial 
kitchen fitout TBA 

 Hydraulic / Sanitary: 
Specialised commercial 
kitchen fitout TBA 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional  
 Room name 

 A14, 15 Notes:  

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes As required for commercial kitchen fit out. 

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Exhaust hoods to cooking equipment. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes Dumb waiter to 411 Functions Kitchen above. Nearby lift access to Functions Centre, other service 
areas to enable unified operation by single contractor, and to serve other areas of the building. 

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 308 

 BEVERAGE STORE – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 4 m2 

 A1 Notes:  

A2 Activity Description:  Cool room beverage store for café only 

A3 Key Functional Requirements  
& design considerations:  

Secure cool room area for café beverage storage 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public . 
 Centre Staff  
 Third party   

Time of Use: 
 0700-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to: Cafe 
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes: Cool room insulated floor and walls. 

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Insulated and operable doors as per code 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Pinboard/whiteboard for inventory control 
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A14 Fixed Equipment / Appliances: Electrical: 
Cooling/refrigeration 

 Hydraulic / Sanitary: 
Tap set/hose for cleaning 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: Commercial/industrial shelving for storage. Floor to ceiling industry standard. 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Cool room refrigeration 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 309 

 TOILET STAFF – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 6 m2 

 A1 Notes:  

A2 Activity Description:  Toilet and locker facilities for café and kitchen staff 

A3 Key Functional Requirements  
& design considerations:  

12 half lockers (can be located in other suitable position). 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party   

Time of Use: 
0700-2400 hrs 

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Vanity bench, change seat, lockers, toilet roll holder, touchless soap dispenser, towel dispenser 
wall integrated rubbish bins, full length mirror/s, sanitary dispensers, coat hook/door stop 
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A14 Fixed Equipment / Appliances: Electrical: 
Touchless Hand-dryer 

 Hydraulic / Sanitary: 
1x WC, 1x Wash-hand basin, 
auto Tap sets, Floor waste 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes: 12 half lockers for staff personal items, seat bench 

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes Ventilation air-changes to exceed code requirement by at least 50%. 

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 310 

 STORES – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area: 8 m2 

 A1 Notes:  

A2 Activity Description:  Storage for café furniture and supplies 

A3 Key Functional Requirements  
& design considerations:  

Secure storage area 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Centre Staff  
 Third party   

Time of Use: 
 0700-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to:  
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes:  

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors :  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes:  

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes: Pinboard/whiteboard for inventory control 
Commercial/industrial shelving for storage. Floor to ceiling industry standard 
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A14 Fixed Equipment / Appliances: Electrical:  Hydraulic / Sanitary: 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes:  

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes  

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  
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 Room / Space Name: RDS NO: 311 

 OFFICE – CAFÉ ZONE: 300 ISSUE: A 
Date: 08/02/21 

OYBS Ref:   required feature 
 feature NOT required  
Ctrl Tab - insert a tab within a cell A ARCHITECTURAL   

A1 Area / Critical Dimensions: Length:  m  
Width:  m 

Working height:  m 
Ceiling height:  m 

Minimum area:  m2 

 A1 Notes:  

A2 Activity Description:  Workstation for café office staff/manager 

A3 Key Functional Requirements  
& design considerations:  

Office with proximity to café areas 
Requires desk, whiteboard, pinboard, drop-box safe 

A4 Occupants: 
Type and number of occupants 
Controlled by third party / contractor 

 Public  
 Ctre Staff  
 Third party  1 no 

Time of Use: 
 0700-2400 hrs  

 Revenue-generating  
 Contract / third party / other 
 Library / AG / TRCM 

 A4 Notes:  

A5 Enclosure, Relationships: 
 

Adjacent to:  
View to: Kitchen 
Prohibited:  

 Fully enclosed 
 Semi-enclosed 
 External 

 Black-out 
 Brown-out 
 Privacy required 

 A5 Notes:  

A6 Access & Security: 
 

 Direct vehicle access  CCTV (security) 
 Intercom activation 

 Secure zone 
 Control not required 

 A6 Notes: Cash-counting security 

A7 Acoustic:  Noise isolation 
 HVAC noise control 

 Room acoustic treatment 
 Privacy / Confidentiality 

 

 A7 Notes:  

A8 Surface Finishes: 
Floors: 

 Slip resistant / safety  
 Resilient / sprung 
 Recess / set-down 

 Ceramic / stone / concrete 
 Carpet 
 Water-proof 

 Floor waste / trench 
 Coved skirting 
 Access floor / trenches 

A9 Walls:  Washable 
 Water resistant / proof 
 Glazed  

 Impact resistant (med) 
 Impact resistant (high) 
 Impact resistant dado 

 Corner guards 
 Graffiti resistant 
 Other 

 A8, A9 Notes:  

A10 Ceilings:  Flush finish 
 Feature treatment 

 Acoustic treatment 
 Suspended / accessible 

 Hanging points / loads 
 Not required 

 A10 Notes:  

A11 Openings – Doors:  Solid core  
 Glazed 
 Double 

 Automated 
 Vision panel 
 Grille / RSD / servery 

 Over-size 
 Impact resistant  
 Operable / acoustic  

A12 Openings – Windows:  Windows/daylight 
 Obscure/translucent 

 Openable  
 Automated opening 

 Fly screens 
 Blinds 

 A11, A12 Notes: Daylight desirable 

A13 Fixed Fittings  Video screen(s) 
 Bookings tablet display 
 Other 

 Pinboard 
 Whiteboard 
 Shelves, benches, joinery 

 Clock/time display 
 Curtains 
 Mirror 

 A13 Notes:  
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A14 Fixed Equipment / Appliances: Electrical: 
 

 Hydraulic / Sanitary: 
 

A15 Furniture, Equipment, Signage:  Lounge seating 
 Tables, chairs 

 Workstations 
 Other 

 Directional 
 Room name 

 A14, 15 Notes:  

A16 General / special requirements:  

 BUILDING ENGINEERING:    
B1 Theatrical Technology:  Technical infrastructure  Paging / sound systems  CCTV (SM) 

 B1 Notes Program relay - selectable 

B2 Structural load capacity:  Floor   Walls  Ceiling / hanging 

 B2 Notes  

B3 Power  
 

 Double GPOs & USB 
 Audio power 
 

 3 phase 20A power 
 3 phase 40A power 
 Floor trench / boxes 

 Ducted skirting 
 Master switch 
 Other 

 B3 Notes  

B4 Lighting:  General / house 
 Cleaning / working 
 Blue / low brightness 

 Zoned control 
 Local control 
 Dimming 

 Movement detection 
 Task / make-up  
 Specialised 

 B4 Notes  

B5 Communications: 
 

 Telephone/data 
 Video conference 

 Hearing augmentation 
 WiFi (public) 

 

 B5 Notes  

B6 Heating, Ventilation, Air-
conditioning (HVAC) 

 Air-conditioning  
 Heating (only) 
 

 Supply ventilation 
 Exhaust ventilation 
 Natural ventilation 

 Fume / dust extraction 
 Local control 
 Special requirement 

 B6 Notes  

B7 Transport:  Passenger lift  Monorail / hoist  Dumb waiter 

B8 Hydraulic:  Hot & cold water 
 Hot/chilled drinking water  

 Sink(s) 
 Hand wash basin 

 Grease / art interceptor 
 Safety shower / eye wash 

 B7, B8 Notes  

B9 Fire Detection / Protection:  Local smoke control / 
isolation 

 Fire rated separation 
(other than regulatory) 

 Special requirement 

 B9 Notes  

B10 Building Services Requirements:  

 
 
 
 
  




